
TBS299
Philips T5 Electronic Office Lighting System
Mounting instruction 安装说明

Philips Lighting Luminaires (Shanghai) Co., Ltd.
Address: No. 2688, Huyi Road, Jiading, Shanghai, Ch
Postalcode: 201801

飞利浦灯具（上海）有限公司
地址：中国上海市嘉定区马陆镇沪宜公路2688号
邮编：201801

应急装置安装槽(可选)

灯具电气规格

Electric specification

Voltage/ Hz:
电压/赫兹:
220-240V~, 50/60Hz
Suitable Lamp:
适用光源：
PHILIPS TL5 Essential
Electrical Insulation
Classification:
电气绝缘等级：1
Power Factor:
功率因数:>0.9
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功率
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Voltage
电压

Mounting Size  安装尺寸

Power 
Factor

功率因素

Cut-out Size
开孔尺寸(mm)
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Surface mounting 
dimension
吸顶式安装
(尺寸mm)
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Suspended mounting 
dimension
吊挂式安装
(尺寸mm)

L x W 

Luminaire
Input current
灯具输入电流 
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Exploded drawing 爆炸图

G5 Lamp holder
G5 灯座

Spring clip
弹簧搭扣

Suspension clip
悬挂搭扣

Reflector
反射器

Translucent panel
透光板

Louver
格栅组件

Ballast
镇流器

Housing
底盘

Terminal block
接线柱

Emergency slot
hole (optional)

Easy access
connection device

铰链机构
Grommet
护线圈

Earthing
接地线

1. The luminaire shall be installed by a quali�ed electrician and wired in accordance
with the latest IEE electrical regulations or the national requirements.

2. The luminaire shall, under no circumstance, be covered with thermal insulation
matting or similar material.

灯具应由有资格的电工安装，接线要符合IEE电气标准或国家标准。

灯具不适合被隔热或类似材料覆盖。

飞利浦T5电子格栅灯具

TBS299-M001a
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Press clips to detach the louver.
按下弹簧搭扣,使格栅脱离底盘.

Lift louver.
翻转格栅组件。

Install lamp.
安装光源.

Ensure the earthing contact is fixed, then align clips 
into Provided holes.
确保接地线连接牢靠,并安装格栅.

Lamp installation (for non-combipack version) 灯管安装 (针对不含灯管的型号)
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Mounting Luminaire安装灯具

Electric connection and Mounting Luminaire 电气连接和灯具安装

Electric connection 电气连接

Recessed mounting
嵌入式安装

Keel 龙骨

>60mm

Suspension mounting 吊挂式安装

Keel龙骨

Surface mounting 吸顶式安装

 a. Drill 4 holes (Diameter:5mm; depth:30mm) base on 
the nounting dimensions drawing
根据安装尺寸图在天花板上钻4个孔(直径5mm;深
30mm)

 b. Insert the expansion screws;
将膨胀螺钉装入这些孔中。

 c.Tighten the screw to half length

将螺钉旋进这些膨胀螺钉中,至一半深度。

eye hole
安装孔

 d.Align screw into the center eye holes for mounting; 
Slide the base plate to make the screws slide into side of 
the slot, then tighten all the screws; Refit the louver.

将螺钉对准底盘上的安装孔；滑动底盘，螺钉滑入条
形孔，旋紧螺钉，并安装格栅。

 a. Pull up suspension clips to 
vertical position.
将悬挂搭扣折成和灯盘垂直位置。

 b. Secure suspension 
chain.(Prepared by customer-self)
将悬挂链接入悬挂搭扣孔中。(悬挂链
不作为附件提供)

开孔

 a. Cut out the installation hole base on 
the cut-out dimension drawing. 
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安装灯具，并根据悬挂式安装方
式安装相应保护吊链。

 b. Install the Luminaire; pls secure it 
follow the suspension mounting.
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